
(467-7328) 

 
 

 

SECTIONS OF OUR REPORT 
 
OVERVIEW 

The overview of our report is provided as a quick review of the more detailed  

information provide in the attached nine sections of our report. 

 

INSURANCE INFORMATION 
The insurance section may include a wind mitigation report or "four point" inspection 

depending on the age of the property. (IF ORDERED) 

 

NINE SECTIONS 
The nine sections of this report provide details and specific information into easy to  

understand sections. We use ratings on each item to provide clarification. 

 

PHOTOGRAPHS 
The photographs collected during our inspection are downloaded to a file sharing applica-

tion and a link will be provided via email within 24 hours. This enables all parties to vis-

ually understand or transfer our visual findings 

 

 

 

Any Questions regarding this report, or to schedule an inspection 

please contact our office at 

727-INSPECT 

Shawn Price
Sample



  

 

 

UNDERSTANDING OUR REPORT 
 

Your report is divided into nine sections, each section addresses a 

specific area as it relates to this property. All report sections are 

"RATED" as to the current condition AT THE TIME OF THE 

INSPECTION. 

 
 

SATISFACTORY 

The system, fixture or component is operating as originally designed. 

 

REPAIR OR REPLACE 

A portion or all of a specific system or component is not operating as designed. 

Repair or replace as required after evaluation by a licensed contractor 

 

WATCH 

Monitor this item or area for predictable future attention or repair. This system 

is at or near the end of its estimated service life. 

MAINTAIN 

Normal or routine maintenance or repairs are expected. This system holds char-

acteristics that require ongoing periodic maintenance. 

SAFETY HAZARD 

Immediate attention is required.                                                                                         

. 

NOT APPLICABLE  

Does not apply to this property  

 

This inspection has been conducted using InterNACHI 

Standards of Practice. This will establish the expectations of 

the report content. The inspection is limited to VISUAL 

systems and components within the property. Any areas 

which are not exposed to view, are concealed or inaccessi-

ble due to soil, walls, floors, carpeting, furnishing or other 

obstruction is not inspected within the scope of this report. 

This inspection does not include any destructive testing.  

 

S 
R 
W 
M 
SH 
NA 



 

 

 

CLAIM LIMITATIONS 
All reported information, assumptions and observations are related to the 

current conditions at the time and day of the inspection. We are limited by 

those restrictions and areas not available for VISUAL OBSERVATIONS. 

We are not permitted within the scope of our inspection to dismantle, in-

trude, disturb or destroy any mechanical or physical elements of the subject 

property. Without written authorization, we follow InterNACHI guidelines as 

a definition of limitations. 

There are defined limits relating to this visual inspection: 

1 Price Inspections is not an insurance company. Price Inspections is not a  

warranty company. Additional levels of protection are available to you as a 

consumer that may protect you from future issues or repairs. Please check 

with your realtor for possible choices or warranties that may be available. 

2. If a claim or issue arises related to our inspection, we must be notified in 

writing as to the source of the claim and a definition of specific issues and 

why you feel Price Inspections may be responsible,  

email: shawn@priceinspections.com 

3. A Price Inspections representative must be given the opportunity to in-

spect the claim PRIOR to any work being completed. It is absolutely unfair 

to expect Price Inspections to pay for any portion of a cost if Price Inspec-

tions is not given a chance to review the existing conditions prior to a re-

pair being completed. 

 

4. Price Inspections is not responsible in any way if repairs are made "RE-

TAIL" and Price Inspections is not given the opportunity to price the cost 

of that repair through our own Licensed Commercial Contracting  

Company.  
 

When we have completed the inspection, we have finalized our written report and photo review and have 

accurately established the condition of the inspected property AT THAT POINT IN TIME. When we 

leave the home many conditions are possible. People continue to pack and move heavy objects, furniture 

and boxes. Appliances and A/C systems are sometimes shut down, moved or traded out. Appraisers, 

movers, repair men, family members or distressed owners losing homes may still have access to the prop-

erty. Any number of events or damages are possible from hundreds of possibilities. WE CANNOT BE 

HELD RESPONSIBLE FOR ANY FUTURE DAMAGE TO THIS PROPERTY IN ANY WAY ONCE 

WE HAVE COMPLETED THE ON SITE INSPECTION. OUR LIABILITY IN NO WAY EXCEEDS 

THE ORIGINAL COST PAID FOR THE HOME INSPECTION.  

 

  

 

ITEMS THAT ARE  

NOT INSPECTED  

 

 Building Codes 

 Permit History 

 Engineering 

 Asbestos or Radon  

 Mold 

 Water Quality 

 Security Systems  

 Solar Heaters 

 Seawalls or Docks  

 Low Voltage Systems  

 Telephone or Cable  

 Water Softeners 

 Sink Hole Evaluation  

 Generators 

 Utility Connections  

 Pool Piping Pressure  

 Chinese Drywall 

 GAS Pool Heaters  

 Flues & Chimneys  

 Shower Pans 

 



Section One: STRUCTURE 
Central Florida Report Format 

This Inspection has been conducted using InterNACHI standards of practice. This will 
establish the expectations of this report. (A copy of those standards and additional infor-
mation are available at www.nachi.org). Payment of our fee and acceptance of this report 
constitutes your acceptance of those standards as a base for this report. 

PRICE INSPECTIONS 727-INSPECT (467-7328)  E: shawn@priceinspections.com 
 

Description      Single Family       Duplex       Condominium      Manufactured     Other 

Year Built:                                    Weather                           Outside Temperature                 

Reinforced Concrete Foundations & Slabs 

Other Foundation Systems 

Systems Description 

Steel Frame Structure      S  R  W  M  SH  NA 

Concrete Foundations     S  R  W  M  SH  NA 

Crawl Space Design      S  R  W  M  SH  NA 

Wood Floors Systems     S  R  W  M  SH  NA 

Second Floor Systems     S  R  W  M  SH  NA 

Roof Decking Materials     S  R  W  M  SH  NA 

Pre-Engineered Trusses      S  R  W  M  SH  NA 

Conventional Framing     S  R  W  M  SH  NA 

Structure Tie Downs      S  R  W  M  SH  NA 

Visible Settlement      S  R  W  M  SH  NA 

Visible Water Damage     S  R  W  M  SH  NA 

 

Step Crack Activity Noted   Number of Stories:                   

No "Permit History" conducted on this property. 

Roof Attachment at "Roof to Wall" connection:  

Nail off on Decking on this property: 

NOTICE: The inspector does not determine the effectiveness of any system installed to 

control or remove suspected hazardous substances. No environmental or hazardous mate-

rial is identified within the scope of this inspection. No analysis can be performed on are-

as behind finish walls or below grade. NO FOUNDATION SIZE, DEPTH OR DESIGN 

IS EVALUATED DURING OUR NORMAL VISUAL INSPECTION.  
 

THIS REPORT DOES NOT INCLUDE ENGINEERING OR STRUCTURAL ANALYSIS  
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Section 2: ROOFING 

Central Florida Report Format 

 

Descriptions of Roof Systems 
 

Roof Inspected Using:      Attic Access      Walking On      Ladder at Edge      From Ground  

Limited By:        Height        Crawl Space         Cement Tile        Slope         Access / Design 

 

#1 Roof System Design Material Slope    /12   

#2 Roof System Design Material Slope    /12   

#3 Roof System Design Material Slope    /12   

  
Rating of Roof Systems 

#1 Roof Description  S  R  W  M  SH  NA 
 
#2 Roof Description   S  R  W  M  SH  NA 
 
#3 Roof Description   S  R  W  M  SH  NA 

Metals & Finishes 

Drip edge / Metals  S  R  W  M  SH  NA 
Skylight  S  R  W  M  SH  NA 
Gutters  S  R  W  M  SH  NA 
Soffits  S  R  W  M  SH  NA 
Fascias  S  R  W  M  SH  NA 
Lead Boots  S  R  W  M  SH  NA 

Aluminum soffits & fascias may cover prior wood rot damage that we are unable to ob-

serve in our visual inspection. We do not remove or alter soffits & fascias. 

Chimneys      YES     NO 

Chimney Flashing  S  R  W  M  SH  NA 
Chimney Cap ( top )  S  R  W  M  SH  NA 
Chimney Exterior Materials   S  R  W  M  SH  NA 
 

Chimney Flue Material: Masonry      Metal 

Chimney Exterior Material:  Masonry      Wood Frame  

Long periods of drought conditions may impede our ability to evaluate the water tight 
performance of the roof systems. Moisture meter readings may become inaccurate in 
such conditions.  

Reports do not compare roofing materials and installation techniques found against a 
"current code" or current installation or some nailing procedures. We do not remove or 
pry back shingles or break seals on existing installations. An actual permit history can 
usually be done at the local permitting jurisdiction.  

 

Drone
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Section 2A: ROOFING 
Central Florida Report Format  

We do not walk on cement tile roof systems. Most roof failures occur in locations of valleys and 

roof penetrations. These high failure areas are not always visible for inspection 

 

# 1 ROOF SYSTEM   NEW End Of Life AGE  Yrs 

# 2 ROOF SYSTEM   NEW End Of Life AGE  Yrs 

# 3 ROOF SYSTEM   NEW End Of Life  AGE  Yrs 

A typical home inspection can greatly reduce your exposure to unexpected failure and costs, BUT CANNOT ELIMI-

NATE THEM! A primary area of high risk of expense and repair is the roofing system. Our goal at the time of the in-

spection is to visually elevate and rate the effective operation of the roof on the day of inspection. We rate differing 

roof systems in the following range of expectations; 

Descriptions of Roof Systems 
THREE TAB / asphalt / fiberglass shingles that typically last 16 to 20 years depending on 
the weight, manufacturer, and installation techniques. 

        
     

 

CEMENT TILE / roofs are the most difficult to evaluate due to the layered installation 
and concealed underlayment. This design of roofing has a typical life expectation of be-
tween 35 and 50 years. 

B.U.R.  / built up multi-ply roof systems consisting of multiple layers of asphalt base 
roofing often with a smooth coated surface or a gravel rock surface. ( Flat Roofs ) 

ROLL / roll roofing are typically a single ply with base roll asphalt  with a small granular 
topping with a varied life expectation of about 15 to 20 years. ( Flat Roofs ) 

METAL / ALUMINUM roofs may include steel, tin, composite or aluminum and are typ-
ically used on shed designs or porch additions. This system can last 20 plus years with 
anticipated repairs at screws. 

METAL ROOF-OVER or MEMBRANE / FABRIC Systems 

Current Conditions Roof Systems 
This roof has reached its "estimated life expectation". The roof appears to be serviceable and 
could experience several additional years of use with expected repairs or anticipated mainte-
nance. 

This roof has multiple broken or loose tiles. Although the tiles are not part of the actual water-
proofing part of the roof, this roof will require ongoing maintenance. This roof appears to be ser-
viceable and could experience undetermined years of additional use with expected repairs and 
maintenance. 

This roof has current leaks and failure. A qualified licensed roofer should evaluate and repair or 
replace as required by roofer's professional evaluation prior to closing. 

This roof is covered by a "Homeowner's Association" and is not the direct responsibility of the 
owner or buyer. 

This roof has issues and needs a complete evaluation of all areas by a licensed roofing contractor 
prior to closing. 

NO ISSUES with this roof system on the day of this inspection. ( SEE ROOFING LIMITA-
TIONS ) 

ALL ROOFING REPAIRS OR EVALUATIONS TO BE COMPLETED BY A FLORIDA LICENSED 

ROOFING CONTRACTOR. A LEAK CAN BEGIN AT ANY TIME WITHOUT NOTICE. OUR IN-

SPECTION IS NOT A WARRANTEE OR GUARANTEE OF PERFORMANCE IN THE FUTURE. 

THIS IS A "SNAP SHOT" OF CONDITIONS FOUND ON THE DAY OF INSPECTION ONLY! 

DIMENSIONAL / asphalt fiberglass shingles that typically last 25 to 30 years depending 
on the weight. This design and life expectations depend on the weight and design of the 
shingle .
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Section 3: AIR CONDITIONING 
Central Florida Report Format  

A/C components are high maintenance systems and require service and cleaning as an ongoing 

periodic requirement. It is HIGHLY SUGGESTED that this system is cleaned and evaluated prior 

to closing I  
 

Central  Window Units  Not Evaluated  Other 

Multi Unit System Package System 

#1. Manufacturer of Condenser Tons Age          

#1. Manufacturer of Handler Tons Age          

#2. Manufacturer of Condenser Tons Age          

#2. Manufacturer of Handler Tons Age          

#1 Condition of Condenser   S  R  W  M  SH  NA  

#1 Condition of Handler    S  R  W  M  SH  NA 

#2 Condition of Condenser    S  R  W  M  SH  NA 

#2 Condition of Handler    S  R  W  M  SH  NA 

Thermostats  S  R  W  M  SH  NA 

Condensation Drain Line S  R  W  M  SH  NA 

Electrical Disconnects S  R  W  M  SH  NA 

Refrigerant Lines S  R  W  M  SH  NA 

Filters (Change Regularly)  S  R  W  M  SH  NA 

Ductwork S  R  W  M  SH  NA 

     Sheet Metal       Flex Duct      Rigid Insulation Board      Mixed Materials 

DUCTWORK DISCLAIMER: It is NOT within the scope of this visual inspection to dismantle 

grills, open enclosed soffits or examine ductwork not READILY ACCESSIBLE and VISIBLE. If 

that service is desired, an AC Company should be employed for that function. 

Unit # 1 Supply Return Variance 

Unit # 2 Supply Return Variance 

Heat Tested     Yes      No   Heat Temperature #1       #2 

Gas must be connected and activated in order to test the heat side of the HVAC system. We DO 

NOT light pilot lights. The gas system must activate by using standard controls. ( If Applicable) 

Fuel Source: Gas Oil Electric 
 

It is highly suggested that the handler coils 
be cleaned and systems serviced. 

Keep earth and debris from the base of exte-
rior condensers to reduce early rusting. 

 

This test compares the ability of 
the air conditioning system to  
modify the supply side air in rela-
tionship to the air temperatures at 
the return side at the handler. We 
typically expect this variance to 
be between 14 to 20 degrees as a 
"normal" range.  
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Section 3A: AIR CONDITIONING 
Central Florida Report Format  

Systems Information & Expectations 

A typical inspection can greatly reduce your exposure to unexpected failures and costs, but can-
not eliminate them! One area of your highest risk of expense and repairs is you Air Conditioning 
System. Our goal at the time of inspection is to visually evaluate and test the effective operation 
of the A/C system. The tests performed are limited in scope and involve no extensive evaluation 
or dismantling of the equipment. Our test is limited to estimating the age of the systems, inspect-
ing the ductwork, controls and comparing the variance of temperatures between supply and re-
turn. We rate the A/C equipment in the following "Range" of expectations to assist in budgeting 
and replacement likelihood .  

A/C System is New to 10 years of age. No visual signs of chassis rusting 
or major concerns of installation techniques. The system is operating with-
in all expected variances and temperatures for a system of this age and de-
sign.  

A/C System is 10 to 16 years of age and may require service or mainte-
nance as an expected part of ownership. This system should enjoy addi-
tional useful life as 15 to 18 years is an "expected" life for A/C systems 
with expected upgrades and repairs of components and parts. PERIODIC 
REPAIRS EXPECTED WITHOUT NOTICE.  

A/C System is 16 years and older, you should expect major repairs or total 
replacement. The systems show expected wear and tear. The equipment 
may be mixed manufacturers with differing expectations. SYSTEMS 
OVER 16-YEARS OF AGE ARE OPERATING BEYOND TYPICAL 
LIFE EXPECTATIONS  

 

The A/C System is operating properly within a range of expected performance.  

We suggest a licensed A/C specialist evaluate, repair or replace this system as 

needed. Receipts from qualified vendor required to document repairs and  

 

Ductwork 
DUCTWORK, the ductwork used to transfer the conditioned air may be a combina-
tion of different materials and techniques, it is suggested that you inspect your 
ductwork every couple years to confirm the taped connection points are intact and 
sealed properly.  

The ductwork appears to be operating properly within a range of expected 
performance.  

The ductwork requires evaluation and repairs and is not working as origi-
nally designed and installed.  

Heat loss and gain, effective distribution of conditioned air, capacity vs actual need 
are not included within the scope of this inspection.  

All gas systems should be professionally serviced prior to first use.  

All AC systems  require annual service and cleaning to provide optimal 

operation.  

PRICE INSPECTIONS makes every attempt to visually identify evidence of an  
abandoned buried fuel storage tanks. It is not always possible to visually detect if the tank 
or venting has been altered. Thermostats are not checked for calibration. We do not per-
form pressure checks on this system. Often data plates are missing or painted which in-
hibits visual identification.  
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Section 4: ELECTRICAL 
Central Florida Report Format 

Service Entry  Overhead   Underground 

Service Entry  Aluminum  Copper 

 

Main Service Panel Fuses  Breakers Amps @ Panel 

 

Panel Location Sub Panel Location                          

Date of Panel Installation Mfg. Of Panel                                  

Panel Inspection S  R  W  M  SH  NA  

Aluminum Wiring (single strand lower branch)  S  R  W  M  SH  NA 
Double Taps in Panel S  R  W  M  SH  NA  

Outlets & Fixtures S  R  W  M  SH  NA 
Smoke Detectors S  R  W  M  SH  NA 
Doorbell Operational S  R  W  M  SH  NA 
GFCI Protection (Ground Fault Current Interrupter) S  R  W  M  SH  NA 
Capacity of Panel S  R  W  M  SH  NA 

Service capacity uncertain / No main disconnect 

2 prong ungrounded wall outlets / eventual upgrade 

Aluminum wiring in panel should be evaluated by licensed electrician 

Duke Energy management in use at this property 

Federal Pacific Panel at this property 

It is not possible within the scope of our inspection to calculate "load "or 

circuit design from the panel distribution throughout the circuits of this 

property.  

A (2) wire system has been used to connect a newer (3) wire outlet creat-

ing an ungrounded rating. Insurance companies do not accept this condi-

tion. 

Original panel is now used as a junction box to "jump" to a new location 

at a new or upgraded panel. 

 

GFCI is a safety device for outlets located near water, bathrooms, kitchens, 
garage, porches or exteriors. The code has changed at many levels and spe-
cific dates requiring GFI protection.  

 

Upgrades of GFCI & AFCI systems are highly suggested! 
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Section 5: PLUMBING 
Central Florida Report Format 

Plumbing Information 
 

Water Source  Public  Private  Sewer  Public  Private 

 

Water Connection  Copper  Plastic  Galvanized 

Main Water Turn Off Location                                        

Interior Water Pipes  Copper  Galvanized  CPVC  Other 

Interior Sewer Pipes : PVC Cast Iron Other 

Well System ( irrigation ) S  R  W  M  SH  NA 

Well System ( drinking water ) S  R  W  M  SH  NA  

Water Pressure S  R  W  M  SH  NA 

Water Conditioners ( NOT TESTED ) S  R  W  M  SH  NA 

Gas Natural  S  R  W  M  SH  NA 

Gas Propane S  R  W  M  SH  NA 

Buried Propane Tank on this property 

Septic Tanks or other private systems are not tested during a typical home inspec-

tion. Water treatment or water softeners are not inspected. Concealed or covered 

components are not inspected. 

Water Heater 

Temperature Tested   Degrees  S  R  W  M  SH  NA 

Manufacturer Date: Size: Gallons 

Location: Fuel: Gas Electric TPRV 

Manufacturer Date: Size: Gallons 

Location: Fuel: Gas Electric TPRV 
Underground pipes or piping concealed inside walls cannot be judged for sizing, 

leaks or corrosion. Water quality testing for hazards such as lead is not within the 

scope of this inspection. Sewer laterals are not inspected in our inspection.  
 

Additional Comments:  

 
 

 

A tankless water heating system is being used at this property. 

We suggest all well water be independently tested prior to purchase 
 

Polybutyline piping has been installed at this property. There have been 
ongoing issues, failure and litigation in reference to this material and the 
connections used.
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Section 5A: PLUMBING 
Central Florida Report Format 

Bathroom ( Master) 

Tub / Whirlpool S  R  W  M  SH  NA  

Toilet / Bidet  S  R  W  M  SH  NA 

Shower  S  R  W  M  SH  NA 

Sinks  / Faucet  S  R  W  M  SH  NA 

Ventilation       Fan      Window      Unvented S  R  W  M  SH  NA 

Flooring  S  R  W  M  SH  NA 

Cabinets & Tops  S  R  W  M  SH  NA 

 

# 2   Bathroom  

Tub / Whirlpool  S  R  W  M  SH  NA 

Toilet / Bidet  S  R  W  M  SH  NA 

Shower.  S  R  W  M  SH  NA 

Sinks  / Faucet  S  R  W  M  SH  NA 

Ventilation       Fan      Window      Unvented S  R  W  M  SH  NA 

Flooring  S  R  W  M  SH  NA 

Cabinets & Tops  S  R  W  M  SH  NA 

 

# 3    Bathroom  

Tub / Whirlpool  S  R  W  M  SH  NA 

Toilet / Bidet  S  R  W  M  SH  NA 

Shower  S  R  W  M  SH  NA 

Sinks/Faucet  S  R  W  M  SH  NA 

Ventilation       Fan      Window      Unvented S  R  W  M  SH  NA 

Flooring  S  R  W  M  SH  NA 

Cabinets & Tops  S  R  W  M  SH  NA 

 

# 4 Bathroom 

Tub / Whirlpool  S  R  W  M  SH  NA 

Toilet /Bidet  S  R  W  M  SH  NA 

Shower  S  R  W  M  SH  NA 

Sinks/Faucet  S  R  W  M  SH  NA 

Ventilation       Fan      Window      Unvented S  R  W  M  SH  NA 

Flooring  S  R  W  M  SH  NA 

Cabinets & Tops  S  R  W  M  SH  NA 

Determining whether shower pans are watertight is beyond the scope of this inspection. Saunas, 

steam baths and instant water heating devices are not tested during the inspection.  
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Section 5B: KITCHENS / UTILITY 
Central Florida Report Format 

Kitchen Area 
Kitchen Cabinets S  R  W  M  SH  NA 

Sink & Faucet S  R  W  M  SH  NA 

Floor Covering S  R  W  M  SH  NA  

Range Oven (checked bake setting) S  R  W  M  SH  NA 

Cook Top S  R  W  M  SH  NA 

Microwave Oven (counter top not tested) S  R  W  M  SH  NA 

Ice Maker S  R  W  M  SH  NA 

Refrigerator S  R  W  M  SH  NA 

Water Line Connected to Ice Maker S  R  W  M  SH  NA  

Dishwasher ( One cycle tested ) S  R  W  M  SH  NA 

Range Hood Vented Ext.  Non Vented  Micro S  R  W  M  SH  NA 

Disposal S  R  W  M  SH  NA 

Typical adjustments are required to line up and tighten cabinet 
doors and drawers. Appliances are tested for "operational" sta-
tus on the day of the inspection. Clocks, timers, thermostat ac-
curacy and ice makers are not tested.  

Multi-cycle appliances are tested on ONE short run cycle only 
during the inspection.  

Outdoor Kitchen 

Cabinets & Tops  S  R  W  M  SH  NA 

Outdoor Appliances  S  R  W  M  SH  NA 

Jenn Aire Style Venting  S  R  W  M  SH  NA 

Sinks & Faucets  S  R  W  M  SH  NA 

Utility Area 

Washer Hook Ups ( water & waste )  S  R  W  M  SH  NA 

Dryer ( electric or gas )  S  R  W  M  SH  NA 

Dryer Venting Exterior    None  S  R  W  M  SH  NA 

Utility Sinks & Faucet  S  R  W  M  SH  NA 

Flooring  S  R  W  M  SH  NA 

Cabinetry  S  R  W  M  SH  NA 

Washers & Dryers are run to test available water and waste lines only.  

Fixtures are not evaluated other than water in and water out (one cycle). 
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Section 6: EXTERIORS 
Central Florida Report Format 

 

Exterior Walls 

Wood Framing  S  R  W  M  SH  NA 

Masonry  S  R  W  M  SH  NA 

Metal Systems S  R  W  M  SH  NA 

 

Exterior Wall Finish 

Stucco on Block  S  R  W  M  SH  NA 

Wood / Hardboard / Siding  S  R  W  M  SH  NA 

Stucco on Metal Lath  S  R  W  M  SH  NA 

Brick or Stone  S  R  W  M  SH  NA 

Vinyl or Aluminum Siding  S  R  W  M  SH  NA 

Scribed Block Finish  S  R  W  M  SH  NA 

Cementous Asbestos Siding  S  R  W  M  SH  NA 

 

Windows & Doors 
Highly suggest cleaning window frames and lubricating with "silicone" spray. 

Awning or Single Hung  S  R  W  M  SH  NA 
Horizontal Sliders  S  R  W  M  SH  NA 
Jalousie or Casements  S  R  W  M  SH  NA 
Fixed Glass  S  R  W  M  SH  NA 
Rating the condition of sealed multi-pane windows is not included within this report. 

 

Exterior Doors 

Front Entry Door  S  R  W  M  SH  NA 

Garage Man Door  S  R  W  M  SH  NA 
Sliding Glass Doors  S  R  W  M  SH  NA 

Other Doors  S  R  W  M  SH  NA 

French Doors  S  R  W  M  SH  NA 

Garage Doors     Steel    Wood    Other S  R  W  M  SH  NA 

#1 Garage Door Opener Manufacturer  S  R  W  M  SH  NA 

#2 Garage Door Opener Manufacturer  S  R  W  M  SH  NA 

Sectional  Auto Reverse tested at garage doors 

One Piece  Reinforced Garage Door  Windload 

Impact Rated Windows  Yes   No 

Impact Rated Window Protection    Yes   No  
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Section 7: INTERIORS  
Central Florida Report Format 

 

 

 

Interior Walls 

Interior Walls  S  R  W  M  SH  NA 

Interior Ceilings  S  R  W  M  SH  NA 
Chinese Drywall is not diagnosed within the scope of our visual inspection 

 

Interior Conditions 

Interior Flooring S  R  W  M  SH  NA  

Doors, Casings & Trims  S  R  W  M  SH  NA 

Overall Condition  S  R  W  M  SH  NA 
 

  

       
  

 

Fireplace Masonry Metal  S  R  W  M  SH  NA  
Fuel Source Natural Gas Propane Wood S  R  W  M  SH  NA  
Glass Doors  S  R  W  M  SH  NA 

Damper Operational S  R  W  M  SH  NA  

Fireplace Finish & Elevation  S  R  W  M  SH  NA 
The quality or consistency of the fireplace, flue, chimney or draw cannot 

be determined within the scope of this inspection. We suggest a chimney 

complete evaluation & service on all older properties prior to use. Fire-

proof materials must be used around firebox.  

 

Stairs 
Single Story Structure ( No stairs within unit) Common Egress Stairs  

Comfortable Riser Height  S  R  W  M  SH  NA  

Uniform Construction  S  R  W  M  SH  NA  

Spindle Spacing ( 4" Maximum )  S  R  W  M  SH  NA  

Railing Secure  S  R  W  M  SH  NA  

Steps Only  S  R  W  M  SH  NA  
General Condition 

This property exhibits "wear & tear" that is rated on this scale 

Normal 1 2 3 4 5 6 7 Severe 

 
 

 

 

 

 

NO COMMENTS ARE MADE RELATING TO COSMETICS, 

FINISHES, PERSONAL TASTE, SELECTIONS OR CHOICES. 

 Typical cosmetics and needed detailing are obvious throughout this property. 

 

 Excessive cosmetics and extensive detailing are obvious throughout this property. 

 

  
Interior wall construction Steel studs
Firewalls are not tested within the scope of this inspection.

Wood Framing

Fireplace
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Section 8: ATTIC & INSULATION  
Central Florida Report Format 

 

Ventilation & Insulation 

ACCESS: 

NO Access Scuttle Hole  Stairs  Attic Light 

STORAGE  Limited None 

Ventilation  S  R  W  M  SH  NA 

Ridge Vents  S  R  W  M  SH  NA 
Roof Vents  S  R  W  M  SH  NA 
Soffit Vents  S  R  W  M  SH  NA 
Gable End Vents  S  R  W  M  SH  NA 
Electric Power Vents  S  R  W  M  SH  NA 
Two Point Ventilation   YES  NO  S  R  W  M  SH  NA 

 
Glass Fiber  Mineral Wool  Cellulose  Vermiculite  Other 

 

Insulation 
(may be assumed in non-visual locations) 

Attic Area (Blown)  R-Value  S  R  W  M  SH  NA 

Attic Area (Batts) R-Value  S  R  W  M  SH  NA 

Ext. Frame Wall  R-Value  S  R  W  M  SH  NA 

Ext. Block Walls R-Value  S  R  W  M  SH  NA 

 
All R Factors are ESTIMATED values. 

 

All insulation estimates are "guesstimates" using original installation certi-

fications or depth. All areas of the home may not produce visible access 

and observation due to design or closed attic  

 

Attic Distribution (coverage) good  fair  spotty  not acceptable  

 

Rodent activity has been observed at this property. ALL exterior 

opening must be sealed to prevent infestation. Yes No  
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Section 9: GROUNDS & POOLS 

Central Florida Report Format 

  

Grounds & Drainage 

Walks & Driveways  S  R  W  M  SH  NA 

Exterior Fencing (Wood = maintain)  S  R  W  M  SH  NA 

Yard & Sodding   S  R  W  M  SH  NA 

Landscaping  S  R  W  M  SH  NA 

Decks & Patios  S  R  W  M  SH  NA 

Steps & Railing  S  R  W  M  SH  NA 

Tree Overhangs  S  R  W  M  SH  NA 

Detached Storage  S  R  W  M  SH  NA 

 
Minor settlement cracks "spider cracks" in driveways and walks are an expected 

occurrence and are often due to material shrinkage and natural adjustments. Low 

voltage exterior lighting is not inspected within the scope of this inspection. 

Landscaping is only inspected if it effects the structure of the home.  

 

Sprinklers and Irrigation 

Sprinklers and Irrigation YES  NO   Controls                

Water Source: Municipal     Well Reclaimed 

Anti-siphon device installed YES NO  NA 

Operational at Inspection: YES     NO 
Due to ongoing maintenance required to sustain the proper distribution of water 

in this type of system, our report is a "snapshot" of the day of the inspection. An-

ticipate ongoing adjustments and repairs as normal and expected. The lap or cov-

erage and distribution of water is not evaluated.  

Pools & Equipment      YES      NO 

Pumps & Bonding / Mfg HP Size  S  R  W  M  SH  NA 

Decking & Tile Trims  S  R  W  M  SH  NA 

Screen Enclosure  S  R  W  M  SH  NA 

Pool / Shell Finish  S  R  W  M  SH  NA 

Chlorinator or Other System  S  R  W  M  SH  NA 

Filtration Systems  S  R  W  M  SH  NA 

PVC Piping & Valves  S  R  W  M  SH  NA 

Pressure & Pressure Gauge  S  R  W  M  SH  NA 

Pool Heater  S  R  W  M  SH  NA 
Other Pool Information: Pool Gas & Solar heating systems are 

not tested within the scope of this inspection. 
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